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April 10, 1986

MEMORDANDUM

Subject: General Dynamics

From: Rich Vaille
Toxics Section Chief, T-5-2

To: Bill Wick
ORC Toxics Team Leader

Background

On November 14 and 15, 1985 EPA Field Investigators Any Schmidt 
and Frances Schultz conducted a TSCA PCB Inspection at the U.S.
Air Force Plant 19 operated by General Dynamics in San Diego, 
California.

Facts/Findings

During this investigation, the EPA Investigators observed that:

1) General Dynamics had not maintained adeguate records of 
inspection for their PCB Transformers in use. In addition,
General Dynamics had not conducted guarterly inspections for
all of their PCB Transformers. 40 C.F.R. 761.30(a)(1)(iv) and (ii). 
Proposed penalty: $13,000

2) General Dynamics had not developed or maintained a record 
keeping system or prepared an annual document for their PCBs 
or PCB eguipment in use or in storage for disposal. 40 C.F.R. 
761.180(a) and (b).
Proposed penalty: $11,000

3) An area in Building 1 of U.S. Air Force Plant 19 was used
to store PCB Containers and was not marked with the PCB caution 
label (ML). 40 C.F.R. 761.40(a)(10).
Proposed penalty: $500

4) PCB Containers in storage for disposal had not been stored 
in a facility that complies with the reguired design features
of a PCB storage facility and had not been inspected on a monthly 
basis for leaks. 40 C.F.R. 761.65(b)(iv) and (c)(5).
Proposed penalty: $500



* *

5) Liquid^PCBs had leaked from in-service PCB Transformers
and t'hL,ee>i?CB Transf ormers^orme'rly In service. 40 C.F.R. 
761.60(a). VI ,

Proposed penalty: 000

Total proposed penalty: $g0,000

Recommendations

The level of violations noted above at U.S. Air Force Plant 19 
warrants that a Civil Complaint be issued to the operating 
contractor, General Dynamics Corporation.
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